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METALLIC BUILD-UP IN SCBA AIR PACKS 
 

The Safety Director wants to ensure all fire agencies in New Jersey are aware of a safety advisory issued by the 

International Association of Fire Fighters (IAFF) concerning a possible accumulation of a ‘metallic substance’ on the 

O-rings of self-contained breathing apparatus (SCBA).  In one case, this caused the low-air alarm to sound when the 

cylinder had adequate air. 

The IAFF recommends that all SCBA units be inspected and evaluated by certified SCBA technicians for the presence 

of metal build-up in the air pack regulator.  Additionally, all SCBAs should be thoroughly inspected to ensure proper 

functionality. 

See the IAFF safety advisory here. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  

https://www.iaff.org/wp-content/uploads/2024/06/SCBA-Advisory.pdf

